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KEY NOTES
P
R (1D (E) AH TO REMAN, REPLACE ALL COIL PIPING VALVES
ALONG WITH ALL ASSOCIATED CONTROLS.
(2) VAV BOX WITH REHEAT COIL, REPLACE ALL COIL PIPING
VALVES ALONG WITH ALL ASSOCIATED CONTROLS.
A A R C 1 C D o - (@) VAV BOX, WITH NO HOT WATER COIL.
(4) REFRIGERANT PIPING DROPS FROM SECOND FLOOR, SEE
SHEET MPI®2 FOR CONTINUATION. EXTEND REFRIGERANT
24-vAv-113 LINES IN ATTIC TO REFNET BRANCH AND FC'S A8 SHOUN, SEE
CIAES SHEET MHe22 FOR PIPE SIZES ON SCHEMATICS.
/ (®) REFRIGERANT Y-BRANCH FITTINGS IN ATTIC, S8EE PIPING
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LIBRARY H501/ SUPPORT REFER TO SHEETS MH60® AND MHE2! FOR EQUIPMENT
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OMIT ALL IMPROVEMENT EXCEPT FOR FIRE ALARM,
FIRE SPRINKLER AND SEISMIC JOINT AT DEDUCTIVE 4.
PROVIDE DIGITAL EMS UPGRADE PER DEDUCT
ALTERNATE *4 NOTES ON SHEET MHo22
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